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2. Locate tecBracket on a stud so that bottom
of tecBracket is at minimum 58 inches
from the floor (figure 3). Using the screws
provided, fasten tecBracket to stud through
the 3 countersunk holes [A]. The larger,
straight-through holes [B] above and below
the countersunk holes are for cabinet mount-
ing screw clearance in certain cases. Drive
the remaining 2 screws through the side
flanges as shown [C].

~ figure 3 ~

ﬂ figure 1 ~  tecBracket positioned to right of stud demonstrating recommended cabinet \
base orientation utilizing stud to attach cabinet base
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3. Route cables from room locations and service
provider connection points into the stud bay
of the mounted tecBracket. Allow sufficient

u slack in cable [figure 3] for easy trimout and
\/ for future expansion capabilities.
K 4. Place the cable tie provided into the

tecBracket as shown in figure 4.

N

K figure 2 ~  tecBracket positioned to left of stud demonstrating an optional cabinet
base orientation utilizing drywall to attach cabinet base
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5. Wrap the cable bundle securely with electrical
tape approximately 6 inches from the ends.

6. Insert the cable tie through the bundle, below
the electrical tape wrap as shown in figure 4.

1. Loosely cinch the cable tie to the bundle
taking care NOT to over tighten — the cable
bundle should slide freely.
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* ceLAN Series cabinet sold separately
—
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This completes the installation phase of the
/ celAN tecBracket.
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